
40 C.F.R. § 265.403
Inspections.

(a) The owner or operator of a treatment facility must inspect, where present:

(1) Discharge control and safety equipment (e.g., waste feed cut-off systems, by-pass systems, drainage
systems, and pressure relief systems) at least once each operating day, to ensure that it is in good working
order;
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