
40 C.F.R. § 62.16020
What are the monitoring and calibration requirements for
compliance with my operating limits?

(a) You must install, operate, calibrate and maintain the continuous parameter monitoring systems according
to the requirements in paragraphs (a)(1) and (2) of this section.

(1) Meet the following general requirements for flow, pressure, pH and operating temperature measurement
devices:

(i) You must collect data using the continuous monitoring system at all times the affected SSI unit is operating
and at the intervals specified in paragraph (a)(1)(ii) of this section, except for periods of monitoring system
malfunctions that occur during periods specified defined in § 62.15995(a)(7)(i), repairs associated with
monitoring system malfunctions, and required monitoring system quality assurance or quality control activities
(including, as applicable, calibration checks and required zero and span adjustments). Any such periods that you
do not collect data using the continuous monitoring system constitute a deviation from the monitoring
requirements and must be reported in a deviation report.
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